one and one—half inches = one foot three inchea = one foot

three—eighths inch = one foot one—half inch = one foot three—quartera inch = one foot one inch = one foot
a 4 H 4 =H 2 a [ 2

one—quarter inch = one foot

Yoy

one—eighth inch = one foot
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FUTURE
COOLING TOWER

COOLING TOWER
WATER TREATMENT
SYSTEM

COOLING TOWEH
CT-3

b
% g
L)
[

]
24" CWTT HEADER

¢ 4 CONNECTIONS
66— TO 31-AH-2

DIFFERENTIAL
PRESSURE MONITOR

31-DP—1 /1

PIPING THROUGH
UTILITY TUNNEL

NOTE:

SERVICES & SIZES
ARE TYPICAL FOR

ALL COOLING TOWERS.

COOLING TOWERH COOLING TOWEH
CT-2 CT—1

b4 b4

4 1”7 MPS
% g T % g = 43" MPR
X X ><

a1 10 RD—s 0 ibe g 27 PW
12" CWH—T"1 F——12" CWFT

24" CWFT HEADER

¥

TO DRAIN

(SEE DETAIL 2 ON SHT H5.3)

12" CH & CHR VALVES 12" CH & CHR VALVES
FOR FUTURE CONNECTIONS FOR FUTURE CONNECTIONS
TO BUILDING 1 TO CLINICAL ADDITION

[alal Lalal

16" G
16" CHR

PIPING THROUGH
UTILITY TUNNEL

32-WFM 1

32-P-8H

20" CH HEADER
20" CHR HEADER WATER PUMPS

>< ><

24" CWFF

32-P—4H 32-P-5H

32-WF-1 32-WF-2

AUTO. FLOW AUTO. FLOW AUTO.

FLOW

SECONDARY CHILLED
32-P-9H

20" BYPAS
A FUTURE

PUMP

><

32-P—6H
32-WF-3

AUTO. FLOW
CONTROL VALVE

>
CONTROL VALVE CONTROL VALVE] CONTROL VALVE 174

8" BYPASS HEABHR

CHILLER CHILLER
32—-CCUJ-1 32—CCU}-2

10" CWFF
10" CWTH

FUTURE PUMR AUTO. FLOW AUTO. FLOW
COOLING TOWER CONTROL VALVE CONTROL VALVE

WATER PUMPS
32-P—1H 24" CWTT HEADER
= 24" CWFT HEADER

32-P—3Hu

10" CWFF

8" BYPASS HEABER

CHEMICAL
POT FEEDER

CHILLER GhILLER
32-CCUt3
ccu—4

AUTO. FLOW
CONTROL VALVE

AMENDMENT NO. 1
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